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LANDSCAPE LIGHTING DETAIL

- N
NC
— WHERE H=3"—10’
REMOVABLE LIGHT FIXTURE THE POLE 1S ASTM
ALLOW ADDITIONAL WIRE FOR A—33 GRADE B

SPLICING IN TOP OF POLE

12" DIA. BY 1’6"

WHERE H=8-10" A HANDHOLE
IS REQUIRED PER NEC 410.15(B)
(1) (2X4”) GROUNDING TERMINAL
T| REQUIRED NEC 410.15 (B) (3)

WHERE H=3" OR LESS
NO REQUIREMENT FOR
POLE OR CONCRETE

FOUNDATION

CIRCUIT
PER NEC DEEP CONCRETE
FOOTING
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